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March 29,2010 

Mr. Tim Ellison 
Vice President of Engineering 
First Wind 
734 Lisa Lane 
Abilene, TX 79601 

Re: Stetson First Wind Temporary Ratings 

Dear Mr. Ellison: 

On March 4,2010, First Wind provided a revised NX9 form (the "Form") for the generator's step-up 
transformer to ISO New England Inc. (the "ISO") for the Stetson Wind Project located in Washington 
County, Maine. Along with the revised Form, documentation on how the new ratings were calculated 
was provided. In this document, the ambient temperature data used deviated from what is specified in 
Planning Procedure 7 ("PP7,,).l The recommended ambient temperature range in PP7 for winter is 
5°C and 25°C for summer? As outlined in PP7,3 these ratings were accepted on a provisional basis 
until the System Design Task Force ("SDTF") could hold a meeting to discuss the proposed ratings 
and methodology. 

The SDTF discussed this request on March 16, 2010. There was concern from some members that the 
transformer was undersized for the application. First Wind explained the reasoning for the use of this 
transformer and the change in ratings, more specifically that the main transformer had a failure and a 
spare will be utilized while the existing transformer is being repaired. The repair is expected to be 
completed late summer 2010. The SDTF agreed that the risk resides with First Wind and the use of 
revised temperature data would be acceptable on a temporary basis through September 30, 2010, 

1 Planning Procedure 7 can be found on the ISO webpage at: 
hrtp://www.iso-ne.com/rules proceds/isone plan/pp7 ratings rev2 021407.pdf 
2 First Wind requested the use of2009 temperature data, a single year, which was collected at the generator location. PP7 
ambient temperature data is based on temperature data from Hartford, Connecticut from 1905 to 1970 and reaffirmed 
following analysis of similar data from eight locations throughout New England for the years 1975 to 2004. For a detailed 
description on ambient temperature ratings across New England, refer to the "Ambient Temperatures and Wind 
Velocities for Thermal Rating Calculations in Planning Procedure No.7" found on the ISO webpage at: 
http://www.iso-ne.comJrules proceds/isone plan/pp7 attachment2 %20SDTF ambient temperatures and wind v 
elocities rpt.pdf 
3 Section 3.0 "Collaborative Review of Transmission Facility Ratings" ofPP7 
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when the existing transformer or its replacement will be back in service. Any future ratings should 
use the values specified in PP7. 

If First Wind will not have the replacement transformer in service by September 30, 2010, they must 
contact the ISO NX-9 Administrator, Cathy Simonelli at 413.535.4334 or csimonelli@iso-ne.com. 

This decision by the SDTF does not constitute a precedent for any future ratings practices. 

Sincerely, 

Carissa P. Sedlacek 
Manager, FCM and Tariff Administration 

cc:	 JeffFenn 
SDTF 
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